
CSST Tubing with vent through outside wall  under slab installations. 
No less than Schedule 40 PVC or ABS- DWV 
Must be 10’ away or 3’ above air vent or air intake. 

3”  Sch 40 PVC or ABS coming up for termination. 
 
Rest of sleeve may be reduced to 2” pipe 
2 – 45 degree Elbow for change of directions 

3” flat PVC/ABC glue on cap 
Approved termination plate with 
gas cock.  Silicone seal at pipe 
penetration 

 
Flat PVC/ABS 
glue on cap . 
Silicone seal at 
pipe penetration

May be reduced to 
¾”.  Opening must 
be 18” minimum to 
grade 

CSST TUBING 

DRT 3 06


